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PLUVIAL CUBE ATTENUATION
SYSTEM OR SIMILAR APPROVED
BED LEVEL: 20.830mAOD
TOP WATER LEVEL: 22.430mAOD
MIN. COVER LEVEL: 22.730mAOD
AREA:  220m²
DEPTH:1.600m
STORAGE VOLUME: 334m³

MANHOLE TO BE FITTED WITH VORTEX
FLOW CONTROL AND PENSTOCK VALVE
INVERT LEVEL: 20.830m
DESIGN HEAD = 1.600m
DESIGN FLOW = 1.0 l/s

FILTER TRENCH (GREEN)
WIDTH: 0.600m
PERFORATED PIPE: 225mmØ

FILTER TRENCH (GREEN)
WIDTH: 0.600m
PERFORATED PIPE: 225mmØ

FILTER TRENCH (GREEN)
WIDTH: 0.600m
PERFORATED PIPE: 225mmØ

PROPOSED BYPASS KLARGESTER
FUEL SEPARATOR CLASS 1
NSBP003 OR SIMILAR APPROVED

PLUVIAL CUBE ATTENUATION
SYSTEM OR SIMILAR APPROVED
BED LEVEL: 20.984mAOD
TOP WATER LEVEL: 22.584mAOD
MIN. COVER LEVEL: 22.884mAOD
AREA:  115m²
DEPTH:1.600m
STORAGE VOLUME: 175m³

MANHOLE TO BE FITTED WITH VORTEX
FLOW CONTROL AND PENSTOCK VALVE
INVERT LEVEL: 20.984m
DESIGN HEAD = 1.600m
DESIGN FLOW = 1.0 l/s

MANHOLE TO BE FITTED WITH VORTEX
FLOW CONTROL AND PENSTOCK VALVE
INVERT LEVEL: 20.570m
DESIGN HEAD = 1.650m
DESIGN FLOW = 2.5 l/s

MANHOLE TO BE FITTED
WITH INTERCEPTOR TRAP
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SURFACE WATER DRAINAGE BRANCH S1.000 SURFACE WATER DRAINAGE BRANCH S14.000

SURFACE WATER DRAINAGE BRANCH S40.000SURFACE WATER DRAINAGE BRANCH S29.000
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